2 HOUR CORRIDOR ASSEMBLY

DATE: 11/05/13
SCALE: 1/2"=1'-0"
DETAIL: CR 203

- 2 HR RATED PARTITION - UL DESIGN: U411 OR V438
- MINERAL WOOL INSULATION
- STEEL TRACK - FASTEN TO STUDS WITH 1 5/8" TYPE S SCREWS
- 2 HOUR GYPSUM BOARD MEMBRANE - 4 LAYERS 5/8" FIRE-SHIELD WALLBOARD WITH 7/8" FURRING CHANNEL BETWEEN 3RD AND FACE LAYER PER GYPSUM ASSOCIATION DOCUMENT GA 610
- BRACING AS REQUIRED
- DUCT